Active current surge limiters and methods of use are disclosed. One exemplary system, among others, comprises a current limiter, including an interface configured to be connected between a power supply and a load; a disturbance sensor, configured to monitor the power supply for a disturbance during operation of the load; and an activator, configured to receive a control signal from the disturbance sensor and to activate the current limiter based on the control signal.
References Cited

U.S. PATENT DOCUMENTS

7,630,185 B2 12/2009 Fiesoli et al.
7,777,928 B2 7/2011 Farenbruch
8,035,938 B2 10/2011 Divan
2001/0021091 A1 9/2001 Weichler
2002/0012261 A1 1/2002 Moindron
2010/0091421 A1 4/2010 Lee

FOREIGN PATENT DOCUMENTS

EP 0 862 261 B1 1/2004
FR 2 197 258 3/1974
GB 1076078 7/1967
GB 2284100 5/1995
JP 61-77634 5/1986
JP 05-049167 2/1993
JP 2001-025256 1/2001
WO WO 00/59087 A1 10/2000

OTHER PUBLICATIONS


* cited by examiner
610 System Energized

620 Sense Power Supply Condition

630 Does a Disturbance Exist? no

640 Send Signal to Activate Current Limiter

650 Sense Power Supply Condition

660 Is the Disturbance Complete? no

670 Send Signal to Deactivate Current Limiter

680 Repeat Until System De-energized

FIG. 6
ACTIVE CURRENT SURGE LIMITERS WITH INRUSH CURRENT ANTICIPATION

CROSS-REFERENCE TO RELATED APPLICATIONS


This application is also related to and incorporates herein by reference each of the following patent applications:

U.S. patent application Ser. No. 13/230,190, filed Sep. 12, 2011, entitled "ACTIVE CURRENT SURGE LIMITERS WITH DISTURBANCE SENSOR AND MULTISTAGE CURRENT LIMITING."

U.S. patent application Ser. No. 13/230,251, filed Sep. 12, 2011, entitled "ACTIVE CURRENT SURGE LIMITERS WITH VOLTAGE DETECTOR AND RELAY."


TECHNICAL FIELD

The present disclosure is generally related to limiting current surge and, more particularly, embodiments of the present disclosure are related to actively limiting surge current produced by power supply disturbances during load operation.

BACKGROUND

There are many applications where it is necessary to protect electrical equipment from power surges and high energy transients that could damage or adversely affect the operation of such equipment. Voltage surges are commonly perceived to be the most common cause for damage to electrical equipment during operation. Voltage surges, such as those produced by lightning strikes, can cause large currents to flow resulting in damage to operating equipment. Electrical equipment utilizing electronics, such as a rectifier front end, are particularly susceptible to damage. As a result, transient voltage surge suppressors (TVSS) are commonly utilized to clamp the voltage level and absorb energy associated with a transient. However, analysis strongly suggests that there is a fairly high probability that equipment will be also be damaged by current surges that occur at the end of voltage sags. Furthermore, industrial studies have indicated that voltage sags are much more likely to occur than voltage surges. While TVSS devices limit the voltage applied to equipment, they do not limit the current surge experienced by electrical equipment at the end of voltage sag transients.

High inrush currents are also commonly experienced during the starting of electrical equipment. Inrush current limiting circuits, including a negative temperature coefficient (NTC) thermistor or resistor connected between a power supply and a protected load and a bypass switch in parallel with the NTC thermistor, are often used to mitigate the current surge seen by the load during starting. A NTC thermistor is a component with a resistance that decreases as its temperature increases. During startup, the temperature of the NTC thermistor is cold and its resistance is high. As operation continues, the temperature increases and the resistance of the NTC thermistor decreases, allowing more current during normal operation. Once the equipment has completed its startup or a preset time has elapsed, the bypass switch closes to remove the resistor from between the power supply and the electrical load. The current limiter circuit remains disabled until the equipment is de-energized and the bypass switch is reopened. While the inrush current limiter circuits limit the current surge during startup, these inrush current limiter circuits do not provide protection from electrical transients during normal operation of the electrical equipment.

SUMMARY

Briefly described, embodiments of this disclosure, among others, include active current surge limiters and methods of use. One exemplary system, among others, comprises a current limiter, including an interface configured to be connected between a power supply and a load; a disturbance sensor, configured to monitor the power supply for a disturbance during operation of the load; and an activator, configured to receive a control signal from the disturbance sensor and to activate the current limiter based on the control signal.

Another exemplary system, among others, comprises means for limiting current supplied to a load from a power supply; means for sensing a disturbance on the power supply during operation of the load; and means for activating the means for limiting current to the load when a disturbance is sensed.

Methods of use are also provided. One exemplary method, among others, comprises monitoring a condition of a power supply during operation of a load connected to the power supply; determining if the condition falls outside of an acceptable limit; and activating a current limiting device when the monitored condition falls outside of acceptable limits.

Other structures, systems, methods, features, and advantages will be, or become, apparent to one with skill in the art upon examination of the following drawings and detailed description. It is intended that all such additional structures, systems, methods, features, and advantages be included within this description, be within the scope of the present disclosure, and be protected by the accompanying claims.

BRIEF DESCRIPTION OF THE DRAWINGS

Many aspects of the disclosure can be better understood with reference to the following drawings. The components in the drawings are not necessarily to scale, emphasis instead being placed upon clearly illustrating the principles of the present disclosure. Moreover, in the drawings, like reference numerals designate corresponding parts throughout the several views.

FIG. 1 illustrates an active current surge limiter.

FIG. 2 is an alternative embodiment of the active current surge limiter utilizing a microcontroller and semiconductor switches.

FIG. 3 is an alternative embodiment of the active current surge limiter utilizing a microcontroller and an electromechanical relay.

FIG. 4 is an alternative embodiment of the active current surge limiter utilizing a voltage detector and an electromechanical relay.
Voltage sags have been shown to occur fairly frequently in industrial settings. Studies indicate that voltage sags are 100 to 1000 times more likely to occur than voltage surges. Data and analysis strongly suggest a high probability that operating equipment can be damaged by a current surge that occurs at the end of the voltage sag. The most vulnerable point for typical equipment is the end of short-duration sags, when the inrush limiting circuits are normally disabled. The current surge can have excessively high \( I^2T \) ratings because the normal inrush limiting circuit (NTC thermistor or resistor+bypass switch) is disabled. The current surge causes damage to equipment, as well as degradation of components leading to shortened equipment life and premature equipment failure. Industrial, commercial and residential equipment that are potentially subject to the problem include, but are not limited to, PC’s, servers, TV’s, stereo amplifiers, microwave ovens, PLC’s, robots, machine drives, medical equipment, etc.

Embodiments of active current surge limiters are described below. It should be emphasized that the described embodiments are merely possible examples of implementations, and are set forth for clear understanding of the principles of the present disclosure, and in no way limit the scope of the disclosure.

FIG. 1 illustrates an active current surge limiter. The active current surge limiter 100 is connected at an interface between a power supply 110 and a load 120. Power supplies include AC and/or DC sources. While the principles discussed are generally applied to applications up to 1000 Volts, this does not prevent their use in applications at higher voltage levels. Loads that are sensitive to these disturbances include, but are not limited to, industrial, commercial and residential equipment that include electronic components that operate with a DC power supply. A transient voltage surge suppressor (TVSS) 130 connected on the input side can provide the added functionality of a voltage surge suppressor device. The active current surge limiter 100 includes a current limiter 140 for limiting the current supplied to the connected load 120, a disturbance sensor 150 for monitoring the condition of the power supply 110, and an activator 160 for activating the current limiter 140 when the disturbance sensor detects a disturbance on the power supply.

Disturbances in the power supply can include variations in the power supply characteristics such as, but are not limited to, the voltage, current, and combinations thereof. The presence of a power supply disturbance is indicated when the sensed characteristic falls outside established operational limits. Operational limits can be preset based on variables such as, but not limited to, industrial standards and known load and supply characteristics. However, as the power supply and load characteristics are typically unknown, establishment of allowable current limits can require additional analysis. Another alternative is to allow the disturbance sensor 150 to establish limits based on continuous monitoring of selected supply characteristics.

FIG. 2 is an alternative embodiment of the active current surge limiter utilizing a microcontroller and power semiconductor switches. This non-limiting embodiment of an active current surge limiter 100, the disturbance sensor 150 uses a microprocessor or microcontroller 200 to establish allowable current limits, continuously monitor power supply characteristics (i.e. sensing voltage 205 and current 210), and communicate a control signal 215 to the activator 160 indicating the presence of a disturbance on the power supply. The described control strategy allows the active current surge limiter 100 to handle power-up and load change without problems.

To establish the allowable current limit, the circuit in FIG. 2 senses and measures the current 210 drawn by the load 120, including peak current at start-up, through a current transformer 220. The peak current at start-up is stored in a peak-rectifier circuit (not shown), including a diode and capacitor coupled with a current transformer, and measured by an A/D converter incorporated in the microcontroller 200. One skilled in the art would realize that other measurement circuits could also be utilized to measure power supply characteristics. The starting current is recorded and stored by the microcontroller 200 as a peak inrush current. During operation of the load 120, the microcontroller 200 continues to monitor the load current 210 and record any sensed peak currents.

The microcontroller 200 also monitors the incoming ac line voltage 205. Limits for the sensed voltage 205 can be preset or established by the microcontroller 200. Voltage sags occur when a supply voltage drops below a predetermined level, such as but not limited to, 90% of rated voltage for short periods of time of one half cycle or more. When a sag in the monitored line voltage 205 is detected by the microcontroller 200, a peak current limit reference (\( I_{\text{max}} \)) is set to the maximum peak current value thus far recorded. During a voltage sag or momentary interruption, the current drawn by the load is most likely to decrease. At the end of the voltage sag, the voltage can quickly return to normal, causing a surge in the sensed current 210. The magnitude of the surge current is affected by load factors, such as the type, condition, and proximity as well as power supply factors, such as magnitude and duration of disturbance, line impedance, return profile of the line voltage, and transformer location. Industrial, commercial and residential equipment vulnerable to the effects of current surges include, but not limited to, PC’s, servers, TV’s, stereo amplifiers, microwave ovens, PLC’s, robots, machine drives, and medical equipment. Moreover, any equipment utilizing rectifier/capacitor circuits amplify the surge current effects when the capacitor is substantially discharged during a voltage sag.

Once the microcontroller 200 detects a current level that exceeds the \( I_{\text{max}} \) threshold, a control signal 215 is sent to the activator 160 indicating the presence of a disturbance. In this non-limiting embodiment, the current limiter 140 is activated by turning off a semiconductor switch 225 through a gate drive 230. Activation of the current limiter 140 forces the load current to flow through an ac voltage clamping device 235, such as but not limited to, a varistor. The voltage impressed across the load 120 is reduced, limiting the current supplied to the load. The switch 225 can then be turned on at, but not limited to, the next cycle, a zero crossing point, and a predetermined number of switching under a high frequency duty cycle control scheme as is customary in PWM circuits. If the sensed current 210 remains high for greater than a preset period of time, such as but not limited to one to two seconds, then a trip signal 240 is activated by the microcontroller 200, opening an overload switch or circuit breaker 245 and shutting the system down until a reset is effectuated, e.g., a reset button is pressed. Incorporation of a voltage clamping device 250 provides additional voltage surge protection to the connected load 120.

The use of gate turn-off devices 225 allows turn-off and over-current protection even under normal voltage conditions.
as well as in the presence of fast rising current fronts that occur under fault conditions. For successful operation, the components are sized to handle trapped energy in line and load inductances. In addition, power dissipation during continuous operation should be considered during selection.

FIG. 3 is an alternative embodiment of the active current surge limiter utilizing a microcontroller and an electromechanical relay. This non-limiting embodiment utilizes the same disturbance sensor 150 to sense voltage 205 and current 210 as depicted in FIG. 2. During normal operation, the current limiter 140 can be bypassed using an electromechanical relay, contactor or switch. In this depiction, a control signal 215 sent by the microcontroller 200 causes a normally open relay 355 to close and deactivate the current limiter 140. The power supply is continuously monitored as described for FIG. 2.

Fast detection algorithms (e.g., as described in FIG. 6) allow the detection of supply disturbances within one quarter to one half cycle. Fast detection algorithms can be implemented in, but not limited to, software, hardware and/or individual components. Because the line current drawn by the load typically drops dramatically when the DC capacitor reverse biases the diode bridge during a voltage sag, a voltage sag that is likely to cause inrush current can be readily detected. Upon detecting the onset of the voltage sag, the control signal 215 causes the relay 355 to open and activating the current limiter 140.

The current limiter 140 in this embodiment includes two resistors, 360 and 365, with a thyristor pair or triac 370 connected in parallel with the second resistor 365. Alternative combinations can also be utilized. Upon exceeding \( I_{\text{max}} \), resistors 360 and 365 provide a high resistance to limit current to the attached load. After sufficient time delay or a determination that the sensed current 210 is below an allowable level, the triac 370 is turned on, allowing higher current levels. Control of the triac 370 is provided by a signal 375 sent by the microcontroller 200 to a gate driver 330 for the triac 370. Once the sensed current 210 subsides or after sufficient time has elapsed, the relay 355 is reclosed allowing normal load operation to resume. As described for FIG. 2, if the sensed current 210 remains high for a predetermined period, a trip signal 240 is activated by the microcontroller 200, opening an overload switch or circuit breaker 245 and shutting the system down.

With the use of a multi-step current limiter 140, it is possible to significantly improve the performance so as to minimize impact on the load. The level of surge current that flows in the system depends on a number of parameters including, but not limited to, the depth and duration of the voltage sag, the load rating, the short circuit current available at the load point, and the amount of capacitance in the load rectifier. Monitoring of \( I_{\text{max}} \) provides an indication of the load characteristics and maximum current necessary for normal operation. The current flowing through the resistors 360 and 365 forward biases the diode and provides an indication of the effective DC bus voltage \( (V_{dc}) \) in the load. If triac 370 is turned on at an angle \( \alpha \), the difference between the line and DC bus voltages \( (V_{lin}-V_{dc}) \) is applied across resistor 360 and allowing an increase in current flow to the load 120. Neglecting line and load inductances, the line current decreases until, at an angle \( \beta \), it reaches to zero when the line voltage equals \( V_{lin} \). By controlling the turn-on of triac 370, it is possible to control the average current supplied to the load capacitance and minimize recovery time. As \( V_{dc} \) increases with capacitor charging, a automatically changes to keep the line current limited and under control. Once the current drawn by load has

The approach allows us to match the allowed inrush current to the load characteristic, as represented by \( I_{\text{max}} \), and the average current drawn by the load, without requiring the use of gate turn-off devices 225. In addition, the use of triacs 370 simplifies the gating and control requirements, reducing cost and complexity. Furthermore, as the triac 370 and the resistors 360 and 365 are normally deactivated by relay 355 and only operate during transients, the power dissipation requirements are minimal, allowing packaging in a more compact form. Other combinations of resistors and switching elements, such as but not limited to triacs, can be used to control current flow.

This embodiment can also provide a soft start process for equipment without built-in startup protection. Upon power-up, a two-stage soft start process is initiated. First, resistors 360 and 365 provide a high resistance to limit inrush current. After sensed current 210 subsides to an allowable level or a preset time, triac 370 is turned on to allow higher current levels. Finally, once the current level again subsides or sufficient time has elapsed, the relay 355 is closed allowing normal load operation to begin.

FIG. 4 is an alternative embodiment of the active current surge limiter utilizing a voltage detector and an electromechanical relay. In this non-limiting embodiment, a normally open relay 455 is used to activate the current limiter 140, which includes a resistor or Negative Temperature Coefficient (NTC) thermistor 435. The NTC thermistor 435 has a high resistance value when cold. The resistance drops dramatically as the NTC thermistor 435 heat up, often by a factor of 10 or more, allowing higher currents to flow. The high resistance returns as the NTC thermistor 435 cools off. Manufacturers typically specify cooling times of up to 60 seconds or more.

At startup, the relay 455 is maintained off (open) and the NTC thermistor 435 limits the inrush current that flows. As current flows, the resistance of the NTC thermistor 435 decreases providing less current limitation. After a preset time delay, the relay 455 is turned on to de-energize the current limiter 140 by bypassing the NTC thermistor 435. This allows the NTC thermistor 435 to cool down and restore the high resistance mode.

A detector circuit 400 is implemented that identifies when a voltage sag occurs, and send a control signal 415 to activate the current limiter 140. One of many possible implementations of the detector circuit 400 utilizes a microprocessor with an A/D converter to sense and measure the line voltage 405. The microprocessor identifies when the voltage falls outside a nominally acceptable boundary defined by a preset limit. When a disturbance is detected, the detector circuit 400 sends a control signal 415 to a timer circuit 480, which causes the relay 455 to open close and activate the current limiter 140. As described above, the resistance of the NTC thermistor 435 limits the surge current until the voltage is seen to return to normal conditions. After this, the NTC thermistor 435 can be bypassed after a preset time. At that point, the timer circuit 480 de-energizes the relay 455 bypassing the NTC thermistor 435. Incorporation of a voltage clamping device 450 provides additional voltage surge protection to both the connected load 120 and the active current surge limiter 140.

FIG. 5 is an alternative embodiment of the active current surge limiter utilizing an optocoupler and an electromechanical relay. This non-limiting embodiment uses a circuit for simulating the operation of a DC power supply in the disturbance sensor. The diode bridge 501 and the capacitor 502 represent a typical rectifier/capacitor circuit that may be used
The line voltage peaks and sends a control signal to the monostable multi-vibrator. This non-limiting embodiment of a fast detection algorithm is a flow chart illustrating an embodiment of a fast detection algorithm.

After waiting for a preset time, the relay is activated once again, de-energizing the current limiter to provide active of passive current limitation. In addition, a plurality of circuits utilizing integrated circuits or discrete components can be implemented to provide disturbance sensing and activation of the current limiter. Moreover, other automated methods to determine voltage and current limitations can be incorporated into active current surge limiters. All such modifications and variations are intended to be included herein within the scope of this disclosure and protected by the following claims.

Therefore, at least the following is claimed:

1. A method for reducing inrush current to an electrical load in response to anticipation of the inrush current due to detection of a disturbance occurring within a quarter to one half cycle in an input AC power supply coupled to the electrical load, comprising the steps of:

   a. at the initial application of power from the input AC power supply at start-up, limiting the current to the electrical load by connecting a current limiting impedance between the input AC power supply and the electrical load;

   b. coupling the input AC power supply to the electrical load after startup by removing the current limiting impedance;

   c. monitoring the voltage of the input AC power supply at a node between the current limiting impedance and the electrical load to detect a disturbance in the input AC power supply occurring within a quarter to one half cycle of the AC power;

   d. detecting a disturbance in the input AC power supply that would cause an inrush current to the electrical load after the disturbance has ended;

   e. in response to detection of the beginning of a disturbance in the input AC power supply, connecting the current limiting impedance between the input AC power supply and the electrical load;

   f. repeatedly monitoring the voltage of the input AC power supply at a node prior to the current limiting impedance to detect the end of the disturbance in the input AC power supply, while maintaining the current limiting impedance;

   g. in response to detection that the disturbance in the input AC power supply has ended by return of the voltage to a normal level, coupling the input AC power supply to the electrical load by removing the current limiting impedance;

   h. whereby the inrush current to the load is impeded at start-up and in response to detection of a disturbance in the input AC power supply.

2. The method of claim 1, wherein the disturbance in the input AC power supply is detected by sampling the line voltage via an A/D converter coupled to a programmed microcontroller.

3. The method of claim 1, wherein the disturbance in the input AC power supply is a voltage sag.

4. The method of claim 1, wherein the step of repeatedly monitoring the voltage of the input AC power supply is effected by a programmed microcontroller that executes a fast detection algorithm.
5. The method of claim 1, wherein the current limiting impedance is a negative temperature coefficient (NTC) resistor.

6. The method of claim 1, wherein the current limiting impedance is coupled in parallel with a relay having contacts that are in the open position during start-up of power provided to the electrical load and close in response to a control signal to couple the input AC power supply to the electrical load and bypass the impedance.

7. The method of claim 1, wherein the step of detecting a disturbance in the input AC power supply is effected by a load modeling circuit coupled to the input AC power supply that simulates characteristics of the electrical load based on the waveform of the AC power supply.

8. The method of claim 7, further comprising the steps of: bypassing the current limiting impedance during normal operation of the input AC power supply as determined by the load modeling circuit; coupling the input AC power supply to the electrical load through the current limiting impedance during a detected disturbance; and detecting the end of the disturbance on the input AC power supply with the load modeling circuit.

9. The method of claim 7, wherein the step of coupling the input AC power supply to the electrical load is effected by a relay that bypasses the current limiting impedance upon closing of the relay contacts, and wherein the relay is controlled by a relay activator circuit that controls activation of the coil of the relay by maintaining the contacts in the closed position during provision of a control signal.

10. The method of claim 9, wherein the control signal comprises signal pulses from the load modeling circuit that correspond to the cycles of AC power from the input power supply.

11. The method of claim 9, wherein the relay activator circuit comprises a retrigatable monostable multi-vibrator (MMV) circuit, and wherein the signal pulses are operative to retrigger the MMV circuit during normal conditions on the input AC power supply and maintain the relay contacts closed, whereby the relay contacts open if the signal pulses from the load modeling circuit are not provided to retrigger the MMV.

12. The method of claim 9, wherein the load modeling circuit further comprises an optocoupler for detecting the charging current pulse of the AC line voltage at line voltage peaks and providing the control signal as an output to the relay activator circuit.

13. The method of claim 7, wherein the load modeling circuit comprises a diode bridge, capacitor, and charging resistor having a time constant chosen to be similar to that of a rectifier/capacitor circuit of the electrical load to simulate the waveform of the AC power supply.

14. The method of claim 7, wherein the load modeling circuit comprises a programmed microprocessor connected to receive signals representing the voltage of the input power supply provided from an analog-to-digital (A/D) converter, the microprocessor programmed to identify when the voltage falls outside a nominally acceptable boundary defined by a preset limit and carry out the steps of coupling the input AC power supply to the electrical load and connecting the current limiting impedance.

15. The method of claim 7, wherein the load modeling circuit comprises a programmed microprocessor connected to receive signals representing the voltage of the input power supply provided from an analog-to-digital (A/D) converter, the microprocessor carrying out the steps of connecting the current limiting impedance between the input AC power supply and the electrical load, removing the current limiting impedance, and coupling the input AC power supply to the electrical load after a predetermined time after the voltage returns to a normal level.

16. The method of claim 1, wherein the step of coupling the input AC power supply to the electrical load after startup by removing the current limiting impedance is effected after expiration of a predetermined time period after the start-up condition.

17. The method of claim 1, further comprising the step of providing a voltage clamping component at the point of connection of the input AC power supply for providing additional voltage surge protection for the electrical load and the current surge limiting apparatus.

18. The method of claim 1, wherein the current limiting impedance comprises a multistep impedance.

19. The method of claim 18, wherein the multistep impedance comprises a first resistor and a second resistor in series, and a semiconductor switch in parallel with the second resistor, and further comprising the steps of:

- in response to determining that the inrush current exceeds a predetermined maximum level $I_{MAX}$, connecting the first resistor and second resistor to provide maximum impedance to inrush current,
- in response to detection that the inrush current is above a first allowable level, bypassing the second resistor to allow higher current levels.

20. An apparatus for reducing inrush current to an electrical load in response to anticipation of the inrush current due to detection of a disturbance on an input AC power supply, comprising:

- a selectively actuable current-limiting impedance coupled between an input AC power supply and the electrical load, the current-limiting impedance comprising (a) an impedance, and (b) a relay in parallel with the impedance and having contacts that are in an open position to couple the input AC power supply to the electrical load through the impedance and close in response to a control signal to couple the input AC power supply to the electrical load and bypass the impedance; and
- a control circuit that provides the control signal to open and close the relay, the control circuit operative to continuously monitor the voltage of the input AC power supply at a node between the current-limiting impedance and the electrical load occurring within a quarter cycle to one half cycle of the AC power so as to detect a disturbance; the control circuit operative at the initial application of power from the input AC power supply at start-up to limit the current to the electrical load by connecting the current-limiting impedance between the input AC power supply and the electrical load; the control circuit operative to couple the input AC power supply to the electrical load after startup by removing the current-limiting impedance; the control circuit operative in response to detection of a disturbance in the input AC power supply to connect the current-limiting impedance between the input AC power supply and the electrical load; the control circuit further operative to monitor the voltage of the input AC power supply at a node prior to the current limiting impedance to detect the end of the disturbance in the input AC power supply, while maintaining the current-limiting impedance; and
- the control circuit further operative in response to detection that the disturbance in the input AC power supply has
ended by return of the input voltage to a normal level, to
couple the input AC power supply to the electrical load
by removing the current-limiting impedance,
whereby inrush current to the load is impeded at start-up
and in response to detection of a disturbance in the input
AC power supply.
21. The apparatus of claim 20, wherein the disturbance in
the input AC power supply is detected by sampling the line
voltage via an A/D converter coupled to a programmed micro-
controller.
22. The apparatus of claim 20, wherein the disturbance in
the input AC power supply is a voltage sag.
23. The apparatus of claim 20, wherein the control circuit
comprises a programmed microcontroller that executes a fast
detection algorithm.
24. The apparatus of claim 20, wherein the current limiting
impedance is a negative temperature coefficient (NTC) resis-
tance.
25. The apparatus of claim 20, wherein the current limiting
impedance is coupled in parallel with a relay having contacts
that are in the open position during start-up of power provided
to the electrical load and close in response to a control signal
to couple the input AC power supply to the electrical load and
bypass the impedance.
26. The apparatus of claim 20, wherein the control circuit is
operative to detect a disturbance in the input AC power supply
via a load modeling circuit coupled to the input AC power
supply that simulates characteristics of the electrical load
based on the waveform of the AC power supply.
27. The apparatus of claim 26, wherein the control circuit is
further operative to:
bypass the current-limiting impedance during normal
operation of the input AC power supply as determined by
the load modeling circuit;
couple the input AC power supply to the electrical load
through the current-limiting impedance during a
detected disturbance; and
detect the end of the disturbance on the input AC power
supply with the load modeling circuit.
28. The apparatus of claim 26, wherein the relay bypasses
the current-limiting impedance upon closing of the relay con-
tacts, and
further comprising a relay activator circuit that controls
activation of the coil of the relay by maintaining the
contacts in the closed position during provision of the
control signal.
29. The apparatus of claim 28, wherein the control signal
comprises signal pulses from the load modeling circuit that
correspond to the cycles of AC power from the input power
supply.
30. The apparatus of claim 29, wherein the relay activator
circuit comprises a retrigergable monostable multi-vibrator
(MMV) circuit, and
wherein the signal pulses are operative to retriger the
MMV circuit during normal conditions on the input AC
power supply and maintain the relay contacts closed,
whereby the relay contacts open if the signal pulses from
the load modeling circuit are not provided to retriger
the MMV.
31. The apparatus of claim 28, wherein the load modeling
circuit further comprises an optocoupler for detecting the
charging current pulse of the AC line voltage at line voltage
peaks and providing the control signal as an output to the
relay activator circuit.
32. The apparatus of claim 26, wherein the load modeling
circuit comprises a diode bridge, capacitor, and charging
resistor having a time constant chosen to be similar to that of
rectifier/capacitor circuit of the electrical load to simulate the
operation of the electrical load.
33. The apparatus of claim 26, wherein the load modeling
circuit comprises a programmed microprocessor connected
to receive signals representing the voltage of the input power
supply provided from an analog-to-digital (A/D) converter,
the microprocessor programmed to identify when the voltage
falls outside a nominally acceptable boundary defined by a
preset limit and carry out the steps of coupling the input AC
power supply to the electrical load and connecting the current
limiting impedance.
34. The apparatus of claim 26, wherein the load modeling
circuit comprises a programmed microprocessor connected
to receive signals representing the voltage of the input power
supply provided from an analog-to-digital (A/D) converter,
the microprocessor carrying out the steps of connecting the
current limiting impedance between the input AC power sup­
ply and the electrical load, removing the current limiting
impedance, and coupling the input AC power supply to the
electrical load after a predetermined time after the voltage
returns to a normal level.
35. The apparatus of claim 20, wherein the control circuit is
operative to couple the input AC power supply to the electrical
load after startup by removing the current limiting impedance
after expiration of a predetermined time period after the start­
up condition.
36. The apparatus of claim 20, further comprising a voltage
clamping component at the point of connection of the input
AC power supply for providing additional voltage surge pro-
tection for the electrical load and the current surge limiting
apparatus.
37. The apparatus of claim 20, wherein the current limiting
impedance comprises a multistep impedance.
38. The apparatus of claim 37, wherein the multistep
impedance comprises a first resistor and a second resistor in
series, and a semiconductor switch in parallel with the second
resistor,
wherein the control circuit is operative in response to
determining that the inrush current exceeds a predetermined
maximum level I_{MAX} to connecting the first resistor and
second resistor to provide maximum impedance to
inrush current; and
wherein the control circuit is operative in response to
detection that the inrush current a below a first allowable
level to bypass the second resistor to allow higher cur-
rent levels.
* * * * *